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FLOOR PLAN GENERAL NOTES:

1.   ALL CLEAR DIMENSIONS ARE TO BE EXACT WITHIN 1/8"; ALONG FULL HEIGHT AND FULL
WIDTH OF WALLS.  CONTRACTOR SHALL NOT ADJUST ANY DIMENSIONS MARKED "CLEAR"
OR "CLR" WITHOUT WRITTEN INSTRUCTION FROM THE ARCHITECT AND/OR OWNER.

2.   DO NOT SCALE DRAWINGS, WRITTEN DIMENSIONS GOVERN. ALL PARTITION LOCATIONS
SHALL BE AS SHOWN ON FLOOR PLAN. IN CASE OF CONFLICT NOTIFY ARCHITECT. FLOOR
PLAN BY ARCHITECT TAKES PRECEDENCE OVER ALL OTHER PLANS.

3.   NOTIFY ARCHITECT IN WRITING OF AN DISCREPANCIES OR CONFLICTS IN THE LOCATION
(S) OF NEW CONSTRUCTION. UPON COMPLETION OF PARTITION LAYOUT, NOTIFY THE
ARCHITECT. VERIFICATION OF THE LAYOUT TO BE PROVIDED BY THE ARCHITECT PRIOR TO
PARTITION INSTALLATION.

4.   ALL GYPSUM BOARD PARTITIONS SHALL BE TAPED AND  SANDED SMOOTH WITH NO
VISIBLE JOINTS. PATCH AND REPAIR SURFACE TO MATCH ADJACENT OR ADJOINING
SURFACES WHERE REQUIRED. ALL SPACE SURFACES SHALL BE ALIGNED AND SANDED
SMOOTH.

5.   ALL DOORS SHALL HAVE 1'-6" CLEARANCE ON STRIKE/ PULL SIDE OF DOOR VERIFY
AND ADVISE ARCHITECT OF EXCEPTIONS PRIOR TO CLOSING OUT PARTITIONS.

6.   TRIM THE BOTTOMS OF DOORS TO CLEAR THE TOP OF FINISHED FLOOR, AS
APPLICABLE, BY 1/4" INCH. MAXIMUM, UNLESS OTHERWISE NOTED. VERIFY SLAB
CONDITIONS. TRIM EACH DOOR TO FIT CONDITION. WHERE RADICAL VARIATION IN FLOOR
ELEVATION EXIST, ACCOMMODATE THESE UNDERCUT  CONDITIONS. SEAL BOTTOM DOOR
CUTS.

ARCHITECTURAL LEGEND:

EXISTING PARTITION
TO REMAIN

NEW PARTITION AS
SCHEDULED

EXISTING DOOR AND
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7.   REFER TO REFLECTED CEILING PLANS FOR SOFFITS CEILING HEIGHT AND PLENUM
BARRIER LOCATIONS.

8.   ALL MILLWORK TO BE FASTENED TO THE PARTITION. PROVIDE BLOCKING FOR ALL
MILLWORK NOT SUPPORTED ON FLOOR SLAB. ALL CONCEALED LUMBER AND BLOCKING
TO BE FIRE TREATED.

9.   WALLS THAT LIE ALONG GRID LINES SHOULD BE CENTERED ON ASSOCIATED
COLUMNS.  DIMENSIONS ARE GIVEN TO CENTER LINES OF WALLS AND PARTITIONS U.N.O.

FLOOR PLAN KEYNOTES:

STRUCTURAL CROSS
BRACING LOCATIONS

RAISED FLOOR - ALL
FLOORS EXCEPT PARKING
AND FIRST LEVEL.
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 3/32" = 1'-0"
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1
PARKING SCHEDULE

ID TYPE COUNT
A 9-0 x 18-0 - 75 deg 47
B 9-0 x 18-0 - 90 deg 32
C 9-0 x 18-0 - 90 deg (ADA) 2
D 10-0 x 20-0 - 90 deg 6

Grand total 87

ALL PARKING STRIPES TO BE PAINTED.
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FLOOR PLAN GENERAL NOTES:

1.   ALL CLEAR DIMENSIONS ARE TO BE EXACT WITHIN 1/8"; ALONG FULL HEIGHT AND FULL
WIDTH OF WALLS.  CONTRACTOR SHALL NOT ADJUST ANY DIMENSIONS MARKED "CLEAR"
OR "CLR" WITHOUT WRITTEN INSTRUCTION FROM THE ARCHITECT AND/OR OWNER.

2.   DO NOT SCALE DRAWINGS, WRITTEN DIMENSIONS GOVERN. ALL PARTITION LOCATIONS
SHALL BE AS SHOWN ON FLOOR PLAN. IN CASE OF CONFLICT NOTIFY ARCHITECT. FLOOR
PLAN BY ARCHITECT TAKES PRECEDENCE OVER ALL OTHER PLANS.

3.   NOTIFY ARCHITECT IN WRITING OF AN DISCREPANCIES OR CONFLICTS IN THE LOCATION
(S) OF NEW CONSTRUCTION. UPON COMPLETION OF PARTITION LAYOUT, NOTIFY THE
ARCHITECT. VERIFICATION OF THE LAYOUT TO BE PROVIDED BY THE ARCHITECT PRIOR TO
PARTITION INSTALLATION.

4.   ALL GYPSUM BOARD PARTITIONS SHALL BE TAPED AND  SANDED SMOOTH WITH NO
VISIBLE JOINTS. PATCH AND REPAIR SURFACE TO MATCH ADJACENT OR ADJOINING
SURFACES WHERE REQUIRED. ALL SPACE SURFACES SHALL BE ALIGNED AND SANDED
SMOOTH.

5.   ALL DOORS SHALL HAVE 1'-6" CLEARANCE ON STRIKE/ PULL SIDE OF DOOR VERIFY
AND ADVISE ARCHITECT OF EXCEPTIONS PRIOR TO CLOSING OUT PARTITIONS.

6.   TRIM THE BOTTOMS OF DOORS TO CLEAR THE TOP OF FINISHED FLOOR, AS
APPLICABLE, BY 1/4" INCH. MAXIMUM, UNLESS OTHERWISE NOTED. VERIFY SLAB
CONDITIONS. TRIM EACH DOOR TO FIT CONDITION. WHERE RADICAL VARIATION IN FLOOR
ELEVATION EXIST, ACCOMMODATE THESE UNDERCUT  CONDITIONS. SEAL BOTTOM DOOR
CUTS.

ARCHITECTURAL LEGEND:
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FRAME AS
SCHEDULED

X
X

X
X

101

FIRE EXTINGUISHER -
WALL CABINET

FIRE EXTINGUISHER -
WALL MOUNTED

FEC

FE

7.   REFER TO REFLECTED CEILING PLANS FOR SOFFITS CEILING HEIGHT AND PLENUM
BARRIER LOCATIONS.

8.   ALL MILLWORK TO BE FASTENED TO THE PARTITION. PROVIDE BLOCKING FOR ALL
MILLWORK NOT SUPPORTED ON FLOOR SLAB. ALL CONCEALED LUMBER AND BLOCKING
TO BE FIRE TREATED.

9.   WALLS THAT LIE ALONG GRID LINES SHOULD BE CENTERED ON ASSOCIATED
COLUMNS.  DIMENSIONS ARE GIVEN TO CENTER LINES OF WALLS AND PARTITIONS U.N.O.

FLOOR PLAN KEYNOTES:

STRUCTURAL CROSS
BRACING LOCATIONS

RAISED FLOOR - ALL
FLOORS EXCEPT PARKING
AND FIRST LEVEL.
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FLOOR PLAN GENERAL NOTES:

1.   ALL CLEAR DIMENSIONS ARE TO BE EXACT WITHIN 1/8"; ALONG FULL HEIGHT AND FULL
WIDTH OF WALLS.  CONTRACTOR SHALL NOT ADJUST ANY DIMENSIONS MARKED "CLEAR"
OR "CLR" WITHOUT WRITTEN INSTRUCTION FROM THE ARCHITECT AND/OR OWNER.

2.   DO NOT SCALE DRAWINGS, WRITTEN DIMENSIONS GOVERN. ALL PARTITION LOCATIONS
SHALL BE AS SHOWN ON FLOOR PLAN. IN CASE OF CONFLICT NOTIFY ARCHITECT. FLOOR
PLAN BY ARCHITECT TAKES PRECEDENCE OVER ALL OTHER PLANS.

3.   NOTIFY ARCHITECT IN WRITING OF AN DISCREPANCIES OR CONFLICTS IN THE LOCATION
(S) OF NEW CONSTRUCTION. UPON COMPLETION OF PARTITION LAYOUT, NOTIFY THE
ARCHITECT. VERIFICATION OF THE LAYOUT TO BE PROVIDED BY THE ARCHITECT PRIOR TO
PARTITION INSTALLATION.

4.   ALL GYPSUM BOARD PARTITIONS SHALL BE TAPED AND  SANDED SMOOTH WITH NO
VISIBLE JOINTS. PATCH AND REPAIR SURFACE TO MATCH ADJACENT OR ADJOINING
SURFACES WHERE REQUIRED. ALL SPACE SURFACES SHALL BE ALIGNED AND SANDED
SMOOTH.

5.   ALL DOORS SHALL HAVE 1'-6" CLEARANCE ON STRIKE/ PULL SIDE OF DOOR VERIFY
AND ADVISE ARCHITECT OF EXCEPTIONS PRIOR TO CLOSING OUT PARTITIONS.

6.   TRIM THE BOTTOMS OF DOORS TO CLEAR THE TOP OF FINISHED FLOOR, AS
APPLICABLE, BY 1/4" INCH. MAXIMUM, UNLESS OTHERWISE NOTED. VERIFY SLAB
CONDITIONS. TRIM EACH DOOR TO FIT CONDITION. WHERE RADICAL VARIATION IN FLOOR
ELEVATION EXIST, ACCOMMODATE THESE UNDERCUT  CONDITIONS. SEAL BOTTOM DOOR
CUTS.

ARCHITECTURAL LEGEND:
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7.   REFER TO REFLECTED CEILING PLANS FOR SOFFITS CEILING HEIGHT AND PLENUM
BARRIER LOCATIONS.

8.   ALL MILLWORK TO BE FASTENED TO THE PARTITION. PROVIDE BLOCKING FOR ALL
MILLWORK NOT SUPPORTED ON FLOOR SLAB. ALL CONCEALED LUMBER AND BLOCKING
TO BE FIRE TREATED.

9.   WALLS THAT LIE ALONG GRID LINES SHOULD BE CENTERED ON ASSOCIATED
COLUMNS.  DIMENSIONS ARE GIVEN TO CENTER LINES OF WALLS AND PARTITIONS U.N.O.

FLOOR PLAN KEYNOTES:

STRUCTURAL CROSS
BRACING LOCATIONS

RAISED FLOOR - ALL
FLOORS EXCEPT PARKING
AND FIRST LEVEL.
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FLOOR PLAN GENERAL NOTES:

1.   ALL CLEAR DIMENSIONS ARE TO BE EXACT WITHIN 1/8"; ALONG FULL HEIGHT AND FULL
WIDTH OF WALLS.  CONTRACTOR SHALL NOT ADJUST ANY DIMENSIONS MARKED "CLEAR"
OR "CLR" WITHOUT WRITTEN INSTRUCTION FROM THE ARCHITECT AND/OR OWNER.

2.   DO NOT SCALE DRAWINGS, WRITTEN DIMENSIONS GOVERN. ALL PARTITION LOCATIONS
SHALL BE AS SHOWN ON FLOOR PLAN. IN CASE OF CONFLICT NOTIFY ARCHITECT. FLOOR
PLAN BY ARCHITECT TAKES PRECEDENCE OVER ALL OTHER PLANS.

3.   NOTIFY ARCHITECT IN WRITING OF AN DISCREPANCIES OR CONFLICTS IN THE LOCATION
(S) OF NEW CONSTRUCTION. UPON COMPLETION OF PARTITION LAYOUT, NOTIFY THE
ARCHITECT. VERIFICATION OF THE LAYOUT TO BE PROVIDED BY THE ARCHITECT PRIOR TO
PARTITION INSTALLATION.

4.   ALL GYPSUM BOARD PARTITIONS SHALL BE TAPED AND  SANDED SMOOTH WITH NO
VISIBLE JOINTS. PATCH AND REPAIR SURFACE TO MATCH ADJACENT OR ADJOINING
SURFACES WHERE REQUIRED. ALL SPACE SURFACES SHALL BE ALIGNED AND SANDED
SMOOTH.

5.   ALL DOORS SHALL HAVE 1'-6" CLEARANCE ON STRIKE/ PULL SIDE OF DOOR VERIFY
AND ADVISE ARCHITECT OF EXCEPTIONS PRIOR TO CLOSING OUT PARTITIONS.

6.   TRIM THE BOTTOMS OF DOORS TO CLEAR THE TOP OF FINISHED FLOOR, AS
APPLICABLE, BY 1/4" INCH. MAXIMUM, UNLESS OTHERWISE NOTED. VERIFY SLAB
CONDITIONS. TRIM EACH DOOR TO FIT CONDITION. WHERE RADICAL VARIATION IN FLOOR
ELEVATION EXIST, ACCOMMODATE THESE UNDERCUT  CONDITIONS. SEAL BOTTOM DOOR
CUTS.

ARCHITECTURAL LEGEND:

EXISTING PARTITION
TO REMAIN

NEW PARTITION AS
SCHEDULED

EXISTING DOOR AND
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NEW DOOR AND
FRAME AS
SCHEDULED

X
X
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FIRE EXTINGUISHER -
WALL MOUNTED

FEC

FE

7.   REFER TO REFLECTED CEILING PLANS FOR SOFFITS CEILING HEIGHT AND PLENUM
BARRIER LOCATIONS.

8.   ALL MILLWORK TO BE FASTENED TO THE PARTITION. PROVIDE BLOCKING FOR ALL
MILLWORK NOT SUPPORTED ON FLOOR SLAB. ALL CONCEALED LUMBER AND BLOCKING
TO BE FIRE TREATED.

9.   WALLS THAT LIE ALONG GRID LINES SHOULD BE CENTERED ON ASSOCIATED
COLUMNS.  DIMENSIONS ARE GIVEN TO CENTER LINES OF WALLS AND PARTITIONS U.N.O.

FLOOR PLAN KEYNOTES:

STRUCTURAL CROSS
BRACING LOCATIONS

RAISED FLOOR - ALL
FLOORS EXCEPT PARKING
AND FIRST LEVEL.
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FLOOR PLAN GENERAL NOTES:

1.   ALL CLEAR DIMENSIONS ARE TO BE EXACT WITHIN 1/8"; ALONG FULL HEIGHT AND FULL
WIDTH OF WALLS.  CONTRACTOR SHALL NOT ADJUST ANY DIMENSIONS MARKED "CLEAR"
OR "CLR" WITHOUT WRITTEN INSTRUCTION FROM THE ARCHITECT AND/OR OWNER.

2.   DO NOT SCALE DRAWINGS, WRITTEN DIMENSIONS GOVERN. ALL PARTITION LOCATIONS
SHALL BE AS SHOWN ON FLOOR PLAN. IN CASE OF CONFLICT NOTIFY ARCHITECT. FLOOR
PLAN BY ARCHITECT TAKES PRECEDENCE OVER ALL OTHER PLANS.

3.   NOTIFY ARCHITECT IN WRITING OF AN DISCREPANCIES OR CONFLICTS IN THE LOCATION
(S) OF NEW CONSTRUCTION. UPON COMPLETION OF PARTITION LAYOUT, NOTIFY THE
ARCHITECT. VERIFICATION OF THE LAYOUT TO BE PROVIDED BY THE ARCHITECT PRIOR TO
PARTITION INSTALLATION.

4.   ALL GYPSUM BOARD PARTITIONS SHALL BE TAPED AND  SANDED SMOOTH WITH NO
VISIBLE JOINTS. PATCH AND REPAIR SURFACE TO MATCH ADJACENT OR ADJOINING
SURFACES WHERE REQUIRED. ALL SPACE SURFACES SHALL BE ALIGNED AND SANDED
SMOOTH.

5.   ALL DOORS SHALL HAVE 1'-6" CLEARANCE ON STRIKE/ PULL SIDE OF DOOR VERIFY
AND ADVISE ARCHITECT OF EXCEPTIONS PRIOR TO CLOSING OUT PARTITIONS.

6.   TRIM THE BOTTOMS OF DOORS TO CLEAR THE TOP OF FINISHED FLOOR, AS
APPLICABLE, BY 1/4" INCH. MAXIMUM, UNLESS OTHERWISE NOTED. VERIFY SLAB
CONDITIONS. TRIM EACH DOOR TO FIT CONDITION. WHERE RADICAL VARIATION IN FLOOR
ELEVATION EXIST, ACCOMMODATE THESE UNDERCUT  CONDITIONS. SEAL BOTTOM DOOR
CUTS.

ARCHITECTURAL LEGEND:
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7.   REFER TO REFLECTED CEILING PLANS FOR SOFFITS CEILING HEIGHT AND PLENUM
BARRIER LOCATIONS.

8.   ALL MILLWORK TO BE FASTENED TO THE PARTITION. PROVIDE BLOCKING FOR ALL
MILLWORK NOT SUPPORTED ON FLOOR SLAB. ALL CONCEALED LUMBER AND BLOCKING
TO BE FIRE TREATED.

9.   WALLS THAT LIE ALONG GRID LINES SHOULD BE CENTERED ON ASSOCIATED
COLUMNS.  DIMENSIONS ARE GIVEN TO CENTER LINES OF WALLS AND PARTITIONS U.N.O.

FLOOR PLAN KEYNOTES:

STRUCTURAL CROSS
BRACING LOCATIONS

RAISED FLOOR - ALL
FLOORS EXCEPT PARKING
AND FIRST LEVEL.
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FLOOR PLAN GENERAL NOTES:

1.   ALL CLEAR DIMENSIONS ARE TO BE EXACT WITHIN 1/8"; ALONG FULL HEIGHT AND FULL
WIDTH OF WALLS.  CONTRACTOR SHALL NOT ADJUST ANY DIMENSIONS MARKED "CLEAR"
OR "CLR" WITHOUT WRITTEN INSTRUCTION FROM THE ARCHITECT AND/OR OWNER.

2.   DO NOT SCALE DRAWINGS, WRITTEN DIMENSIONS GOVERN. ALL PARTITION LOCATIONS
SHALL BE AS SHOWN ON FLOOR PLAN. IN CASE OF CONFLICT NOTIFY ARCHITECT. FLOOR
PLAN BY ARCHITECT TAKES PRECEDENCE OVER ALL OTHER PLANS.

3.   NOTIFY ARCHITECT IN WRITING OF AN DISCREPANCIES OR CONFLICTS IN THE LOCATION
(S) OF NEW CONSTRUCTION. UPON COMPLETION OF PARTITION LAYOUT, NOTIFY THE
ARCHITECT. VERIFICATION OF THE LAYOUT TO BE PROVIDED BY THE ARCHITECT PRIOR TO
PARTITION INSTALLATION.

4.   ALL GYPSUM BOARD PARTITIONS SHALL BE TAPED AND  SANDED SMOOTH WITH NO
VISIBLE JOINTS. PATCH AND REPAIR SURFACE TO MATCH ADJACENT OR ADJOINING
SURFACES WHERE REQUIRED. ALL SPACE SURFACES SHALL BE ALIGNED AND SANDED
SMOOTH.

5.   ALL DOORS SHALL HAVE 1'-6" CLEARANCE ON STRIKE/ PULL SIDE OF DOOR VERIFY
AND ADVISE ARCHITECT OF EXCEPTIONS PRIOR TO CLOSING OUT PARTITIONS.

6.   TRIM THE BOTTOMS OF DOORS TO CLEAR THE TOP OF FINISHED FLOOR, AS
APPLICABLE, BY 1/4" INCH. MAXIMUM, UNLESS OTHERWISE NOTED. VERIFY SLAB
CONDITIONS. TRIM EACH DOOR TO FIT CONDITION. WHERE RADICAL VARIATION IN FLOOR
ELEVATION EXIST, ACCOMMODATE THESE UNDERCUT  CONDITIONS. SEAL BOTTOM DOOR
CUTS.

ARCHITECTURAL LEGEND:
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NEW PARTITION AS
SCHEDULED
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7.   REFER TO REFLECTED CEILING PLANS FOR SOFFITS CEILING HEIGHT AND PLENUM
BARRIER LOCATIONS.

8.   ALL MILLWORK TO BE FASTENED TO THE PARTITION. PROVIDE BLOCKING FOR ALL
MILLWORK NOT SUPPORTED ON FLOOR SLAB. ALL CONCEALED LUMBER AND BLOCKING
TO BE FIRE TREATED.

9.   WALLS THAT LIE ALONG GRID LINES SHOULD BE CENTERED ON ASSOCIATED
COLUMNS.  DIMENSIONS ARE GIVEN TO CENTER LINES OF WALLS AND PARTITIONS U.N.O.

FLOOR PLAN KEYNOTES:

STRUCTURAL CROSS
BRACING LOCATIONS

RAISED FLOOR - ALL
FLOORS EXCEPT PARKING
AND FIRST LEVEL.
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FLOOR PLAN GENERAL NOTES:

1.   ALL CLEAR DIMENSIONS ARE TO BE EXACT WITHIN 1/8"; ALONG FULL HEIGHT AND FULL
WIDTH OF WALLS.  CONTRACTOR SHALL NOT ADJUST ANY DIMENSIONS MARKED "CLEAR"
OR "CLR" WITHOUT WRITTEN INSTRUCTION FROM THE ARCHITECT AND/OR OWNER.

2.   DO NOT SCALE DRAWINGS, WRITTEN DIMENSIONS GOVERN. ALL PARTITION LOCATIONS
SHALL BE AS SHOWN ON FLOOR PLAN. IN CASE OF CONFLICT NOTIFY ARCHITECT. FLOOR
PLAN BY ARCHITECT TAKES PRECEDENCE OVER ALL OTHER PLANS.

3.   NOTIFY ARCHITECT IN WRITING OF AN DISCREPANCIES OR CONFLICTS IN THE LOCATION
(S) OF NEW CONSTRUCTION. UPON COMPLETION OF PARTITION LAYOUT, NOTIFY THE
ARCHITECT. VERIFICATION OF THE LAYOUT TO BE PROVIDED BY THE ARCHITECT PRIOR TO
PARTITION INSTALLATION.

4.   ALL GYPSUM BOARD PARTITIONS SHALL BE TAPED AND  SANDED SMOOTH WITH NO
VISIBLE JOINTS. PATCH AND REPAIR SURFACE TO MATCH ADJACENT OR ADJOINING
SURFACES WHERE REQUIRED. ALL SPACE SURFACES SHALL BE ALIGNED AND SANDED
SMOOTH.

5.   ALL DOORS SHALL HAVE 1'-6" CLEARANCE ON STRIKE/ PULL SIDE OF DOOR VERIFY
AND ADVISE ARCHITECT OF EXCEPTIONS PRIOR TO CLOSING OUT PARTITIONS.

6.   TRIM THE BOTTOMS OF DOORS TO CLEAR THE TOP OF FINISHED FLOOR, AS
APPLICABLE, BY 1/4" INCH. MAXIMUM, UNLESS OTHERWISE NOTED. VERIFY SLAB
CONDITIONS. TRIM EACH DOOR TO FIT CONDITION. WHERE RADICAL VARIATION IN FLOOR
ELEVATION EXIST, ACCOMMODATE THESE UNDERCUT  CONDITIONS. SEAL BOTTOM DOOR
CUTS.
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7.   REFER TO REFLECTED CEILING PLANS FOR SOFFITS CEILING HEIGHT AND PLENUM
BARRIER LOCATIONS.

8.   ALL MILLWORK TO BE FASTENED TO THE PARTITION. PROVIDE BLOCKING FOR ALL
MILLWORK NOT SUPPORTED ON FLOOR SLAB. ALL CONCEALED LUMBER AND BLOCKING
TO BE FIRE TREATED.

9.   WALLS THAT LIE ALONG GRID LINES SHOULD BE CENTERED ON ASSOCIATED
COLUMNS.  DIMENSIONS ARE GIVEN TO CENTER LINES OF WALLS AND PARTITIONS U.N.O.

FLOOR PLAN KEYNOTES:

STRUCTURAL CROSS
BRACING LOCATIONS

RAISED FLOOR - ALL
FLOORS EXCEPT PARKING
AND FIRST LEVEL.
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FLOOR PLAN GENERAL NOTES:

1.   ALL CLEAR DIMENSIONS ARE TO BE EXACT WITHIN 1/8"; ALONG FULL HEIGHT AND FULL
WIDTH OF WALLS.  CONTRACTOR SHALL NOT ADJUST ANY DIMENSIONS MARKED "CLEAR"
OR "CLR" WITHOUT WRITTEN INSTRUCTION FROM THE ARCHITECT AND/OR OWNER.

2.   DO NOT SCALE DRAWINGS, WRITTEN DIMENSIONS GOVERN. ALL PARTITION LOCATIONS
SHALL BE AS SHOWN ON FLOOR PLAN. IN CASE OF CONFLICT NOTIFY ARCHITECT. FLOOR
PLAN BY ARCHITECT TAKES PRECEDENCE OVER ALL OTHER PLANS.

3.   NOTIFY ARCHITECT IN WRITING OF AN DISCREPANCIES OR CONFLICTS IN THE LOCATION
(S) OF NEW CONSTRUCTION. UPON COMPLETION OF PARTITION LAYOUT, NOTIFY THE
ARCHITECT. VERIFICATION OF THE LAYOUT TO BE PROVIDED BY THE ARCHITECT PRIOR TO
PARTITION INSTALLATION.

4.   ALL GYPSUM BOARD PARTITIONS SHALL BE TAPED AND  SANDED SMOOTH WITH NO
VISIBLE JOINTS. PATCH AND REPAIR SURFACE TO MATCH ADJACENT OR ADJOINING
SURFACES WHERE REQUIRED. ALL SPACE SURFACES SHALL BE ALIGNED AND SANDED
SMOOTH.

5.   ALL DOORS SHALL HAVE 1'-6" CLEARANCE ON STRIKE/ PULL SIDE OF DOOR VERIFY
AND ADVISE ARCHITECT OF EXCEPTIONS PRIOR TO CLOSING OUT PARTITIONS.

6.   TRIM THE BOTTOMS OF DOORS TO CLEAR THE TOP OF FINISHED FLOOR, AS
APPLICABLE, BY 1/4" INCH. MAXIMUM, UNLESS OTHERWISE NOTED. VERIFY SLAB
CONDITIONS. TRIM EACH DOOR TO FIT CONDITION. WHERE RADICAL VARIATION IN FLOOR
ELEVATION EXIST, ACCOMMODATE THESE UNDERCUT  CONDITIONS. SEAL BOTTOM DOOR
CUTS.
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7.   REFER TO REFLECTED CEILING PLANS FOR SOFFITS CEILING HEIGHT AND PLENUM
BARRIER LOCATIONS.

8.   ALL MILLWORK TO BE FASTENED TO THE PARTITION. PROVIDE BLOCKING FOR ALL
MILLWORK NOT SUPPORTED ON FLOOR SLAB. ALL CONCEALED LUMBER AND BLOCKING
TO BE FIRE TREATED.

9.   WALLS THAT LIE ALONG GRID LINES SHOULD BE CENTERED ON ASSOCIATED
COLUMNS.  DIMENSIONS ARE GIVEN TO CENTER LINES OF WALLS AND PARTITIONS U.N.O.
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ENLARGED ELEVATION - PRECAST BAY
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WALL TYPES - EXTERIOR
FUNCTION MARK DESCRIPTION

Exterior FX-1 12" Concrete
Exterior M4 4" CMU - Not rated
Exterior PC-1 9" Precast Panel
Exterior PC-2 9" Precast Panel with 2" Stone Veneer - Kasota
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Exterior CW-4 Exterior Curtain Wall
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EAST ELEVATION
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Exterior FX-1 12" Concrete
Exterior M4 4" CMU - Not rated
Exterior PC-1 9" Precast Panel
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