CONTROLLER CABINET 26" x 44"

BATTERY BACKUP
CABINET 17" x 30"

ALL DUCTS SHALL BE WITHIN 1/4" X 1/4" TOS.O.P.
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NOTE:
1/2" x 8 GROUND ROD
/\ PROVIDE PROTECTIVE BUSHINGS ON ALL CONDUITS (WEAVER 8 OR EQUIV.)
/2\ ELECTRICAL CONDUITS AS SPECIFIED
CABINET ANCHORS ARE HILTI KWIK BOLT Il WEDGE ANCHOR OR EQUAL,
4 PER CABINET, 1/2" x 4 1/2" STAINLESS STEEL (#304) FULL THREADED. NO SCALE
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